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ITEM PART # MATERIAL QTY
af 4130 Cutout, Dist. Loadbreak - 25kV 3
ap 2140 Clamp, hotline tap small 6
apl 2147 Stirrup, hotline
av 3114 Jumper, Insulated #2AWG Cu 30
p 4730 Loadbreak Switch Cover 3
Notes:
1. Specify fuse size or solid blade switch. 24.9/14.4kV
2. Mount cutouts so blades face climbing face of pole. .
3. For large conductor assemblies, item "av" needs to be 4/0 Three Slngle Phase Loadbreak Cutouts

AWG Cu wire (part number 3116)
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